IECEX Certificate
of Conformity

INTERNATIONAL ELECTROTECHNICAL COMMISSION
IEC Certification System for Explosive Atmospheres

for rules and details of the IECEx Scheme visit www.iecex.com

Certificate No.: IECEx PTB 20.0007X Page 1 of 4 Certificate history:
Status: Current Issue No: 1 Issue 0(2020-04-14)
Date of Issue: 2021-11-01

Applicant: VEGA Grieshaber KG

Am Hohenstein 113
77761 Schiltach

Germany
Equipment: Interface adapter VEGACONNECT, VEGACONNECT 4 resp. USB-Communicator-*(*)
Optional accessory:
Type of Protection:  General Requirements, Intrinsic Safety, Equir with equip t pr tion level (EPL) Ga
Marking: [Ex ia Ga] IIC or [Ex ia Da] lIC
Approved for issue on behalf of the IECEx Dr.-Ing. Martin Thedens
Certification Body:
Position: Head of Dgpartment "Explosion P tionin S Technology
and Instrymentatio
Signature: u
(for printed version) v
y
Date: ; 5.2

1. This certificate and schedule may only be reproduced in full.
2. This certificate is not transferable and remains the property of the issuing body.
3. The Status and authenticity of this certificate may be verified by visiting www.iecex.com or use of this QR Code.

Certificate issued by:

Physikalisch-Technische Bund (PTB)
Bundesallee 100

38116 Braunschweig Physikallsch-Technische Bundesanstalt
Germany i i

MO
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Date of issue: 2021-11-01 Issue No: 1
Manufacturer: VEGA Grieshaber KG

Am Hohenstein 113
77761 Schiltach

Germany
Additional VEGA Americas Inc.
manufacturing 4241 Allendorf Drive
locations: Cincinnati

Ohio 45209

United States of America

This certificate is issued as verification that a sample(s), representative of production, was assessed and tested and found to comply with the
IEC Standard list below and that the manufacturer's quality system, relating to the Ex products covered by this certificate, was assessed and
found to comply with the IECEx Quality system requirements.This certificate is granted subject to the conditions as set out in IECEx Scheme
Rules, IECEx 02 and Operational Documents as amended

STANDARDS :
The equipment and any acceptable variations to it specified in the schedule of this certificate and the identified documents, was found
to comply with the following standards

IEC 60079-0:2017  Explosive atmospheres - Part 0: Equipment - General requirements
Edition:7.0

IEC 60079-11:2011  Explosive atmospheres - Part 11: Equipment protection by intrinsic safety "i"
Edition:6.0

This Certificate does not indicate compliance with safety and performance requirements
other than those expressly included in the Standards listed above.

TEST & ASSESSMENT REPORTS:
A sample(s) of the equipment listed has successfully met the examination and test requirements as recorded in:

Test Report:
DE/PTB/EXTR19.0023/00

Quality Assessment Report:

DE/TUN/QAR06.0002/10
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Certificate No.: IECEx PTB 20.0007X Page 3 of 4
Date of issue: 2021-11-01 Issue No: 1
EQUIPMENT:

Equipment and systems covered by this Certificate are as follows:

The interface adapters VEGACONNECT / VEGACONNECT 4 bzw. USB-Communicator-*(*) are used to convert USB standard signals to the
industrial standard communication signal HART and the serial standard 12C-BUS signal. They are designed for operation with e.g. VEGA
sensors of the PLICS series (VEGACONNECT 4) or identically constructed sensors of Private Laballer (USB-Communicator-*(*)). The
suitability is stated in the certificates of the respective sensor.

The interface adapter VEGACONNECT consists of a connection box with an optionally integrated communication module VEGACONNECT4.
The main part of the electronics is located in the disk-shaped VEGACONNECT 4. The other component is the connection box, which contains
the connection cables and other accessories necessary for using VEGACONNECT. The connection box has a connection print, mounting
location for VEGACONNECT 4. The two components are electrically connected by means of spring contacts/grinding contact surfaces.

For further information see annex.

SPECIFIC CONDITIONS OF USE: YES as shown below:
Special conditions of safe use apply and are specified in the annex to the Certificate which is available from the On-Line Version.
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Date of issue: 2021-11-01 Issue No: 1

DETAILS OF CERTIFICATE CHANGES (for issues 1 and above)
The changes concern the application of the mentioned standards and an adaptation of the type key.

Use of the PLICSCOM adjustment and display module is omitted.

Changes to the electrical structure and layout of the boards.
Annex:

Annex IECEx PTB 20-0007X-01.pdf
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